Pace Analytical Services, LLC

. 6701 Conference Drive

J a c e Raleigh, NC 27607
(910)834-4984

May 01, 2025

Mike Turner

City of Creedmoor

P O Box 765
Creedmoor, NC 27522

RE: Project: METALS TESTING 4/24/25
Pace Project No.: 92792777

Dear Mike Turner:

Enclosad are the analytical results for sample(s) received by the laboratory on April 24, 2025. The results relate only to the
samples included in this report.

Analyses were performed at the Pace Analytical Services location Indicated on the sample analyte page for analysis unless
otherwise footnoted.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
'+ Pace Analytical Services - Asheville
« Pace Analytical Services - Ormond Beach

If you have any questions concemning this report, please feel free to contact me.

Sincerely,
Terri Page
terri.page@pacelabs.com

336-904-4231
Project Manager

Enclosures

cc: Accounts Payable, City of Creedmoor

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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Project: METALS TESTING 4/24/25
Pace Project No.. 92792777

Pace Analytical Services, LLC

CERTIFICATIONS

6701 Conference Drive
Raleigh, NC 27607
{919)834-4984

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL 32174
Alaska DEC- CSMUST/LUST
Alabama Certification #: 41320
California Certification# 3096
Colorade Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
DoD-ANAB #:ADE-3199
Florida Certification #: ES3079
Georgla Cerlification #: 955
Guam Certification: FL NELAC Reciprocity
Hawali Certification: FL NELAC Reciprocity
litincis Certification # 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification # 20050
Louisiana Certification #: FL. NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Malne Certification #; FL01264
Maryland Certification: #346
Massachuselts Certification #: M-FL1264
Michigan Certification #: 9911
Mississippi Cerlification: FL NELAC Reclprocity
Missouri Certification #: 236

Pace Analytical Services Asheville
2225 Riverside Drive, Asheville, NC 28804
Florida/NELAP Certification #: E87648
Norih Carolina Drinking Water Certification #: 37712
North Carolina Wastewater Certification #: 40

Montana Certification #: Cert 0074

Nebraska Certification: NE-OS-28-14

Nevada Certification: FL NELAC Reciprocity
New Hampshire Certification #: 2858

New Jersey Certification #:; FL022

New York Certification #: 11608

North Carolina Environmental Certificate #: 667
North Carclina Certification #: 12710

North Dakota Certification #: R-216

Ohio DEP 87780

Oklahoma Certification #: D9947

Pennsylvania Certification #: 68-00547

Puerto Rico Certification #: FL0O1264

South Carolina Certification; #96042001
Tennessee Cerlification #: TN02974

Texas Certification: FL NELAC Reciprocity

US Virgin Islands Certification: FL NELAC Reciprocity
Utah

Utah FL NELAC Reciprocity

Virginia Environmental Certification #: 460165
West Virginia Certification #: 9862C

Wisconsin Certification #: 399072670

Wyoming (EFPA Reglon 8): FL NELAC Reciprocity

South Carolina Laboratory |1D: 99030
South Carolina Certification #: 99030001
Virginia/VELAP Ceriification #: 460222

REPORT OF LABORATORY ANALYSIS

This report shall not be repraduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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Pace Analytical Services, LLC
6701 Conference Drive
Raleigh, NC 27607

(919)834-4984
SAMPLE ANALYTE COUNT
Project: METALS TESTING 4/24/25
Pace Project No.: 82792777
Analytes
Lab ID Sample ID Method Analysts Reported Laboratory
92792777001  FH#207 EPA 200.7 JMP2 4 PASLO
EPA 200.8 EAP 10 PASLO
EPA 300.0 Rev 2.1 1993 JCM PASI-A
92792777002  FH#152 EPA 200.7 JMP2 PASI-O
EPA 200.8 EAP 10 PASILO
EPA 300.0 Rev 2.1 1993 JCM PASI-A
92792777003  FH#1T5 EPA 200.7 JMP2 4 PASIO
EPA 200.8 EAP 10 PASIO
EPA 200.0 Rev 2.1 1983 JCM PASI-A
92792777004  FH#340 EPA 200.7 JMP2 PASLO
' EPA 200.8 EAP 10 PASIO
EPA 300.0 Rev 2.1 1993 JCM 3 PASI-A
92762777005  FH#217 EPA 200.7 JMP2 PASIO
EPA200.8 EAP 10 PASIO
EPA 300.0 Rev 2.1 1993 JCM 3 PASIA

PASI-A = Pace Analytical Services - Asheville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
This report shall not be repreduced, except in full,
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Pace Analytical Services, LLC
6701 Conference Drive
Ralefgh, NC 27607
(919)834-4984

ANALYTICAL RESULTS
Project: METALS TESTING 4/24/25
Pace Project No.: 92792777
Sample: FH#207 © LablID; 92792777001 Collected: 04/24/2509:25 Received: 04/24/2513:30 Matrix: Drinking Water
Parameters Results Units - Report Limit OF Prepared Analyzed CAS No. Qual
200.7 MET ICP, Drinking Water Analytical Method: EPA 200.7 Preparation Method: EPA 200.7
Pace Analytical Services - Omrmond Beach
Calcium 4.2 mgfL 0.50 1 04/29/25 23:28 04/30/25 12:12 T7440-70-2
Iran 0.40 mg/l 0.040 1 04/20/25 23:28 04/30/25 12:12 7439-80-8
Magnesium 15 my/l 0.50 1 04/29/25 23:28 04/30/25 12:12 7438-05-4
Sodium 7.2 mg/L 2.0 1 04/29/25 23:28 04/30/25 12:12 7440-23-5
200.8 MET ICPMS Prinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8
Pace Analyiical Services - Ormond Beach
Arsenic ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:32 T440-38-2
Barium 0.022 mg/L 0.0010 1 04/20/25 23:28 04/30/25 14:32 T7440-39-3
Cadmium ND mg/L 0.00020 1 04/20/25 23:28 04/30/25 14:32 7440-43-8
Copper 0.0025 mgiL 0.0010 1 04/20/2523:28 04/30/25 14:32 7440-50-8
Lead ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:32 7439-92-1
Manganese 0.035 mo/i 00020 1 04/29/25 23:28 04/30/26 14:32 7439-96-5
Nickel 0.0012 mg/L c.0010 1 04/29/25 23:28 04/30/25 14:32 7440-02-0
Selenium ND mo/L 0.0010 1 04/29/26 23:28 04130425 14:32 7782-49-2
Silver ND mg/l 000010 1 04/29/26 23:28 04/30/25 14:32 7440-22-4
Zing ND mg/fL 0.0050 1 04/29/25 23:28 04/30f25 14:32 7440-66-6
300.0 IC Anicons 28 Days DW Analytical Method: EPA 300.0 Rev 2.1 1893
Pace Analytical Services - Asheville
Chioride 8.5 mg/L 1.0 1 04/29/25 00:44 16887-00-6
Fluoride 0.27 mgil. 0.10 1 04/29/25 00:44 16984-48-5
Sulfate 41.1 mg/L 1.0 1 04/29/25 00:44 14808-79-8
Sample: FH#152 Lab ID: 92792777002 Coliected: 04/24/25 09:50 Received: 04/24/2513:30 Matrix: Drinking Water
Parameters Results Units Report Limit  DF Prepared Analyzed CAS No. Qual
200.7 MET ICP, Drinking Water Analytical Method: EPA 200.7 Preparation Method: EPA 2060.7
Pace Analytical Services - Ormond Beach
Calclum 4.3 mg/L 0.50 1 04/29/25 23:28 04/30/25 12:16 7440-70-2
Iron 1.2 mg/L 0.040 1 04/29/25 23:28 04/30/25 12:16 7439-89-6
Magnesium 1.5 mg/l 0.50 1 04/29/26 23:28 04/30/25 12:16 7439-95-4
Sodium 26:8 mgil. 20 1 04/20/25 23:28 04/30/25 12:16 7440-23-5
200.8 MET ICPMS Drinking Water Analyiical Method: EPA 200.8 Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach
Arsenic ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 11:44 7440-38-2
Barium 0.041 mg/L 0.0010 1 04/29/25 23:28 04/30/25 11:44 7440-39-3
Cadmium ND mg/l 0.00020 1 04/29/25 23:28 04130725 11:44 7440-43-9
Copper 0.0033 mg/L 0.0010 1 04/29/25 23:28 04/30/25 11:44 7440-50-8
Lead ND mg/L 0.0610 1 04/29/25 23:28 04/30/25 11:44 7439-92-1
Manganese 0.22 mgfl 0.0040 2 04/20/25 23:28 04/30/25 14:34 7439-96-5
Nickel 0.0051 mg/L 0.0020 2 04/29/25 23:28 04/30/25 14:34 7440-02-0
REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except In full,
Date: 05/01/2025 08:50 AM without the written consent of Pace Analytical Seqvices, LLC. Paoe 4 of 16



Pace Analytical Services, LLC
6701 Conference Drive
Ralelgh, NC 27607
(919)834-4984

Pace

ANALYTICAL RESULTS

Project:

Pace Project No.: 92792777

METALS TESTING 4/24/25

Sample: FH#152

Lab ID: 92792777002

Collected: 04/24/25 09:50 Received: 04/24/2513:30 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8

Pace Analytical Services - Omond Beach
Selenium ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 11:44 7782-49-2
Silver ND mg/L 0.00610 1 04/20/25 23:28 04/30/25 11:44 7440-22-4
Zing 0.024 mg/L 0.010 2 04/29/25 23:26 04/30/25 14:34 T7440-66-6
300.0 IC Anions 28 Days DW Analytical Method: EPA 300.0 Rev 2.1 1983

Pace Analytical Services - Asheville
Chloride 8.5 mg/L 1.0 1 04/20/25 01:59 16887-00-6
Fluoride D.28 mg/L 0.10 1 04/28/25 01:59 16984-48-8
Sulfate 41.5 mg/L 1.0 1 04729/25 01:59 14808-79-8

Sample: FH#175

Lab [D: 92792777003

Collected: 04/24/25 10:05 Received: 04/24/25 13:30 Matrix: Drinking Water

Parameters Results Units Report Limit DF Prepared Analyzed CAS No. Qual

200.7 MET ICP, Drinking Water Analytical Method: EPA 200,7 Preparation Method: EPA 200.7

Pace Analytical Services - Ormond Beach
Calcium 45 mg/l 0.50 1 04/29/25 23:28 (04/30/25 12;20 7440-70-2
Iran 0.41 mgfl 0.040 1 04/29/25 23:28 04/30/25 12:20 7439-89-6
Magnesium i4 gL 0.50 1 04/29/25 23:28 04/30/25 12:20 7439-954
Sodium 26.9 mafl 2.0 1 04/29/25 23:28 04/30/25 12:20 7440-23-5
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8

Pace Analytical Services - Ormond Beach
Arsenic ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:36 7440-38-2
Barfum 0.025 mgil 0.0010 1 04/29/25 2328 04/30/25 14:36 7440-38-3
Cadmiurn ND mg/l 0.00020 1 04/29/25 23:28 04/30/25 14:36 7440-43-9
Copper 0.0022 mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:36 7440-50-8
Lead ND mg/L 0.0010 1 04/26/25 23:28 04/30/25 14:36 7439-82-1
Manganese 0.063 mg/L 0.0020 1 04/25/25 23:28 04/30/25 11:46 7438-96-5
Nickel 0.0014 mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:36 7440-02-0
Selenium ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:36 T7782-49-2
Silver ND mg/L 0.00010 1 04/29/25 23:28 04/30/25 14:36 7440-22-4
Zing ND mg/L 0.0050 1 04/20/26 23:25 04/30/25 14:36 7440-66-6
300.0 IC Anions 28 Days DW Analytical Method: EPA 300.0 Rev 2.1 1993

Pace Analytical Services - Asheville
Chloride 84 mg/L 1.0 1 04/29725 02:14 16887-00-8
Fluoride 0.28 ma/k 0.10 1 04/29/25 02:14 16984-48-8
Sulfate 42.4 mg/L 1.0 1 04/29/25 02:14 14808-79-8

REPORT OF LABORATORY ANALYSIS

This report shall nat be reproduced, except in full,

"~



Pace Analytical Services, LLC
6701 Conference Drive
Raleigh, NC 27807
{919)834-4984

ANALYTICAL RESULTS
Project: METALS TESTING 4/24/25
Pace Project No.: 92792777
Sample: FHE34LD Lab ID; 92792777004 Collected: 04/24/25 10:25 Recelved: 04/24/2513:30 Matrix: Drinking Water
Paramaters Results Units Repart Limit DF Prepared Analyzed CAS No. Qual

200.7 MET ICP, Drinking Water Analytical Method: EPA 200.7 Preparation Method: EPA 200.7

Pace Analytical Services - Ormond Beach
Calcium 4.8 mgfL 050 1 04/29/25 23:28 04/30/25 12:24 7440-70-2
Iron 2.5 mg/L 0.040 1 04/29/25 23:28 04/30/25 12:24 7439-89-6
Magnesium 14 mg/L 0.50 1 04/2925 23:28 04/30/25 12:24 7439-95-4
Sodium 27.0 mg/L 2.0 1 04/29/25 23:28 04/30/25 12:24 7440-23-5
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8

Pace Analytical Services - Ormond Beach
Arsenic ND mgiL 0.001¢ 1 04/29/25 23:28 04/30/25 14:38 7440-38-2
Barium 0.056 mg/L o010 1 04/29/25 23:28 04/30/25 14:38 7440-39-3
Cadmium ND mg/l 0.00020 1 04729725 23:28 04730725 14:38 7440-43-9
Copper 0.0055 ma/l 0.0010 1 04/29/25 23:28 04730725 14:38 7440-50-8
Lead ND ma/l 0.0010 1 04/29/25 23:28 04/30/25 14:38 7439-92-1
Manganese 0.50 mgiL 0010 5  04/20/2523:28 04/30/25 14:40 7439-06-5
Mickel 0.0078 mgfL 0.0010 1 04/29/25 23:28 04/30/25 14:38 7440-02-0
Selenium ND mg/l 0.0010 1 0D4/29f25 23:28 04/30/25 14:38 7782-49-2
Silver ND mgfL 0.00010 1 04/29/25 23:28 04/30/25 14:38 7440-22-4
Zinc 0.01¢ mg/lL 0.0050 1 04/29/25 23:28 04/30/25 14:38 T7440-66-6
300.0 IC Anions 28 Days DW Analytical Method: EPA 300.0 Rev 2.1 1893

Pace Analytical Services - Asheville
Chloride 8.5 mg/L 1.0 1 (4/29/25 02:29 16887-00-6
Fluoride 0.28 mgiL 0.10 1 04/29/25 02:29 18984-48-8
Sulfate 41.8 mafl 1.0 1 04/29/25 02:29 14808-79-8

Sample: FH#217

Lab ID: 92782777005 Collected: 04/24/25 11:.00 Received: 04/24/2513:30 Matrix: Drinking Water

Parameters Results Units Report Limit  DF Prepared Analyzed CAS No. Qual

200.7 MET ICP, Drinking Water Analytical Method: EPA 200.7 Preparation Method: EPA 200.7

Pace Analylical Services - Ormond Beach
Calcium 53 mafl. 0.50 1 04/29/25 23:28 04/30/25 12:28 7440-70-2
Iron 18 mg/L 0.040 1 04/29/25 23:28 04/30/25 12:28 7439-89-6
Magnesium 11 mg/L 0.50 1 04/20/25 23:28 04/30/25 12:28 7439-05-4
Sodium 2341 mg/L 2.0 1 04/20/25 23.28 04/30/25 12:28 7440-23-5
200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8

Pace Analytical Services - Ormond Beach
Arsenic ND mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:42 7440-38-2
Barium 0030 mg/L 0.0010 1 04/20/25 23:28 04/30/25 14:42 7440-39-3
Cadmium ND mg/L 0.00020 1 04/29/25 23:28 04/30/25 14:42 7440-43-9
Copper 0.0025 mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:42 T440-50-8
Lead ND mg/l. 0.0010 1 04/29/25 23:28 D4/30/25 14:42 7439-92-1
Manganess 0.15 mg/L 0.0020 1 04/29/25 23:28 04/30/25 11:50 7438-96-5
Mickel 0.0047 mg/L 0.0010 1 04/29/25 23:28 04/30/25 14:42 7440-02-0

Date: 05/01/2025 08:50 AM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analytical Services, LLC.
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Project:

Pace Project No.:  §2792777

ANALYTICAL RESULTS

METALS TESTING 4/24/25

Pace Analytical Services, LLC

6701 Conference Drive
Ralelgh, NC 27607
(919)834-4984

Sample: FH#217

Lab ID: 92792777005

Collected: 04/24/2511:00 Received: 04/24/25 13:30 Matrix: Drinking Water

Parameters Resuits Units Report Limit  DF Prepared Analyzed CAS No. Qual

200.8 MET ICPMS Drinking Water Analytical Method: EPA 200.8 Preparation Method: EPA 200.8

Pace Analytical Services - Ormond Beach
Selenium ND mofL 0.0010 1 04/29f25 23:28 04130/25 14:42 7782-49-2
Silver ND mg/L 0.00010 1 04/20/25 23:28 Q4/30/25 14:42 7440224
Zinc 0.0066 mg/L 0.0050 1 04/29/25 23:28 04/30/25 14:42 7440-66-6
300.0 IC Anions 28 Days DW Analytical Method: EPA 300.0 Rev 2.1 1993

Pace Analytical Services - Ashevilie
Chloride 7.8 mg/L 1.0 1 04/29/25 02:44 16887-00-6
Fluoride 0.29 mgil. 0.10 1 04/29/25 02:44 16984-48-8
Sulfate 34.2 mgfl 10 1 04/28/25 02:44 14808-79-8
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REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except In full,
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Pace Analytical Services, LLC
6701 Conference Drive
Raleigh, NC 27607
{919)834-4884

QUALITY CONTROL DATA
Project: METALS TESTING 4/24/25
Pace Project No.. 92792777
QC Batch: 1095048 o Analysis Method: EPA 200.7 N T
QC Batch Method: EPA200.7 Analysis Description: 200.7 MET Drinking Water

Associated Lab Samples:

METHOD BLANK: 6006072
Associated Lab Samples:

Laboratory:

Pace Analytical Services - Ormond Beach

92792777001, 92792777002, 82792777003, 92792777004, 92792777003

Matrix: Waler

02792777001, 92792777002, 92792777003, 82792777004, 92792777005

Blank Reporting
Parameter Units Result Limit Analyzed Qualifiers

Calcium mo/l ND 0.50 04/30/25 10:26
fron mg/L ND 0.040 04/30/25 10:26
Magnesium mg/L ND 0.50 04/30/25 10:26
Sodium mgiL ND 20 04/30/25 10:26
LABORATORY CONTROL SAMPLE: 6006073 a a

Spike LCS LCS % Rec

Parameter Units Conc. Result % Rec Limits Qualifiers

Calcium mgiL 125 12.6 101 85-115
Iron mg/L 2.5 26 106 85-115
Magnesium ma/L 12.5 127 102 85-115
Sodium mgiL 12.5 13.5 108 85-115
MATRIX SPIKE & MATRIX SPIKE DUFLICATE: 6008074 6006075

MS MSD

35050528001 Spike  Spike MS MSD MS MSD % Rec
Parameter Units Result Conc, Conc. Result Result % Rec % Rec Limits RPD Qual

Caleium mg/L 0.50U 125 12,6 13.0 13.1 104 105 70130 1
Iron mgll 0021V 25 2.5 27 27 107 109 70130 2
Magnesium mg/L 0.16U 12.5 12.5 12.7 13.0 101 104 70130 3
Sodium mg/k. 14.0 125 12.5 27.2 27.4 106 107 70130 1
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 6006076 6006077

MS MSD

35051197001 Spike  Spike mS MSD MS MSD % Rec
Parameter Units Resuit Cone. Canc. Resuli Result % Rec % Rec Limits RPD Qual

Calcium mgil 3880 125 126 172 174 107 108 70130 1
Iron mgiL 712 25 25 3.5 35 110 112 70-130 1
Magnesium mgiL 2010 125 12.5 15.0 15.2 104 105  70-130 1
Sodium mgiL 6890 125 12.5 206 20.8 100 11 70-130 1

Date: 05/01/2025 08:50 AM

Results presented an this page are in the units Indicated by the "Units™ column except where an alternate unitls presented to the right of the result,

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,
without the written consent of Pace Analvtical Services, LLC.

Page 8 of 16
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Pace Analytical Services, LLC
6701 Conference Drive

Rafeigh, NC 27607
(9191834-4964
QUALITY CONTROL DATA
Project: METALS TESTING 4/24/25
Pace Project No.: 92792777
QC Bateh: 1095047 Analysis Method: EPA 200.8 -
QC Batch Method:  EPA200.8 Analysis Description: 200.8 MET Drinking Water
Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 92792777001, 92792777002, 92702777003, 92792777004, 92792777005
METHOD BLANK: 6006065 Matrix: Water
Associated Lab Samples: 82792777001, 92792777002, 92792777003, 92792777004, 82792777005
Blank Reporting
Parameter Units Result Limit Analyzed Qualifiers

Arsenic mgL ND 0.0010 04/30/25 09:51
Barium mag/L ND 0.0010 04/30/25 09:51
Cadmium mg/l ND 0.00020 04/30/25 09:51
Copper mg/L ND 0.0010 04/30/25 09:51
Lead mgfL ND 0.0010 04/30/25 09:51
Manganese mg/L ND 0.0020 04/30/25 09:51
Nickel mg/L ND 0.0010 04/30/25 09:51 CU
Selenium mgft ND 0.0010 04/30/25 09:51
Silver maflL ND 0.00010 04/30/25 09:51
Zinc mg/L ND 0.0050 04/30/2509:51 CU
LABORATORY CONTROL SAMPLE: 8006066

Spike LCS LCS % Rec

Parameter Units Cone. Result % Rec Limits Qualifiers

Arsenic mg/L 0.05 0.048 95 85-114
Barium mgfL 0.05 0.054 108 85-115
Cadmium mg/L 0.005 0.0050 99 85-115
Copper mg/L 0.05 0.046 92 85-115
Lead mg/L 0.05 0.048 95 85-116
Manganese mg/L 0.05 0.050 100 85-115
Nickei mg/L 0.05 0.048 96 85-115
Selenivm mg/L 0.05 0.049 98 85-115
Silver mg/L 0.005 0.0051 102 85-1158
Zine mg/L 0.25 0.25 g9 85-115
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 6006067 6006068

MS MSD

35950492001 Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rect Limits RPD Qual
Arsenic mg/L 0.0010 0.05 0.05 0.080 0.049 ag 96 70-130 2
Barium mg/L 0.0037 0.05 0.05 0.061 0.060 115 112  70-130 2
Cadmium mg/L 0.00005 0.005 0.005 0.0050 0.0049 a9 98 70130 2
ou
Copper mg/L 0.00093 0.05 0.05 0.050 0.049 09 g7 70-130 2
l.ead mg/L. 0.00025 0.05 0.05 0.050 0.049 100 97 70130 2
U

Results presented on this page are in the units indicated by the *Units” column except whera an alternate unit is presented to the right of the result.
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REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,



Pace Analytical Services, LLC

6701 Conference Drive

. ]
f ace Raleigh, NC 27807
(919)834-4984
QUALITY CONTROL DATA
Profect: METALS TESTING 4/24/25
Pace Project No.. 92792777
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 6006067 6006068
MS MSD
35950492001 Spike Spike MS MSD MS MSD % Rec
Parameter Units Result Cone. Cong. Result Result % Rec % Rec Limits RPD Qual
Manganese mgafL 0.00085 0.05 0.05 0.050 0.049 99 97 70130 2
u
Nickel mg/L 0.00062 0.05 0.05 0.050 0.048 100 98 70-130 3 CH
U
Selenium mg/L. 0.00083 0.05 0.05 0.048 0.047 95 894 70130 1
U
Silver mg/L 0.00002 0.005 0.005 0.0049 0.0048 a8 87  70-130 1
ou
Zinc mg/L 0.0043 0.25 0.25 0.25 0.25 100 89  70-130 1CH
U
MATRIX SPIKE & MATRIX SPIKE bUPLICATE: 6006069_ o 6006070 -
MS MSD
35950783003 Spike Splke MS MSD MS MSD % Rec
Parameter Units Result Congc. Cone. Result Result % Rec % Rec Limits RPD Qual
Arsenic mg/L ND 0.08 0.05 0.049 0.048 97 98 70130 1
Barium mg/l 43.0 0.05 0.05 0.10 0.10 17 115 70130 1
Cadmium mg/L ND 0.005 0.005 0.0051 D0.0051 102 102 70-130 1
Copper mg/L 0.0035 0.05 0.05 0.053 0.054 g9 101 70130 1
Lead mg/L ND 0.05 0.05 0.051 0.051 i1 101 70-130 0
Manganese mg/L 50.2 0.05 0.05 0.10 0.10 100 100 70-130 0
Nicke! mg/L ND 0.05 0.08 0.051 0.052 101 103 70-130 2CH
Selenium mg/L ND 0.05 0.05 0.048 0.049 86 97  70-130 1
Silver mgflL ND 0.005 0.005 0.0050 0.0050 100 101 70130 1
Zinc mg/L 82 0.25 0.25 0.26 0.27 102 103 70130 1CH

Results presented on this page are in the units indicated by the “Units” column except wheore an alternate unit is presented to the riaht of the result.

Date: 05/01/2025 08:50 AM

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except In full,
without the written consent of Pace Analytical Services, LLC.

Page 10 of 16
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Pace Analytical Sesvices, LLC
6701 Conference Drive
Raleigh, NC 27607

(819)834-4984
QUALITY CONTROL DATA
Project: METALS TESTING 4/24/25
Pace Project No.. 92792777
Qc Batch: 932134 ~ Analysis Method: EPA 300.0 Rev 2.1 1993 o
QC Batch Method:  EPA300.0 Rev 2.1 1993 Analysis Description: 300.0 1C Anions
Laboratory; Pace Analytical Services - Asheville
Assoclated Lab Samples: 92792777001, 92792777002, 92792777003, 92792777004, 92792777005
METHOD BLANK: 4789041 Matrix: Water
Associated Lab Samples: 92792777001, 92792777002, 92792777003, 92792777004, 92792777005
Blank Reporting
Parameter Units Result Limit Analyzed Qualifiers
Chloride mgiL . ND 1.0 04/28/25 22:50
Fluoride mgiL ND 0.10 04/28/25 22:50
Sulfate mg/L ND 1.0 04/28/25 22:59
LABORATORY CONTROL SAMPLE: 4780042 a o
Spike LCS LCS % Rec
Parameter Units Conc. Result % Rec Limits Qualifiers
Chloride mgiL 50 52.3 105 80-110
Fluoride mgiL 25 27 109 90-118
Sulfate mgiL 50 51.7 103 80-110
MATRIX SPIKE & MATRIX SPIKE DUPLICATE: 4789043 4789044
MS MSD
92702777001 Splke Spike MS MSD MS MSD % Rec
Parameter Units Result Conc. Conc. Result Result % Rec % Rec Limits RPD Qual
Chloride mgiL 8.5 50 50 59.1 62.0 101 107  90-110 5
Fluoride maiL 0.27 25 2.5 2.6 2.8 95 101 90-110 6
Sulfate mg/L 41.1 50 50 91.1 92.9 100 106 90-110 3

Resulis presented on this page are in the units indicated by the "Units" column except where an alternate unit s presented to the right of the result.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, except in full,



_ Pace Analytical Services, LLC
_ a 6701 Conference Drive
ace oyl

(919)834-4984

QUALIFIERS

Project METALS TESTING 4/24/25
Pace Project No.: 92792777

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reporied data due to dilution of the sample aliquot.

ND - Mot Detected at or above adjusted reporting limit.

TNTC - Too Numerous To Count

J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.

MDL - Adjusted Method Detection Limit.

POL - Practical Quantitation Limit.

RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision anc
bias for a specific analyte in & specific matrix.

S - Summogate

1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Methed 8270. The result for each analyte is
a combined concentration.

Consistent with EPA guidelines, unrcunded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)

MS(D) - Matrix Spike (Duplicate}

DUP - Sample Duplicate

RPD - Relative Percent Difference

NC - Not Calculable.

SG - Silica Gel - Clean-Up

U - Indicates the compound was analyzed for, but nol detected.

Acid preservation may not be appropriate for 2 Chloroethylvinyl ether.

A separate vial preserved to a pH of 4-5 is recommended in SW846 Chapter 4 for the analysis of Acrolein and Acrylonitrile by EPA
Method 8260.

N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270. The result reported for
each analyte is a combined concentration,

Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total® may vary slightly from the sum of the reported component parametars.

ANALYTE QUALIFIERS
CH The continuing calibration for this compound Is cutside of Pace Analytical acceptance limits. The resulis may be biased
high.
cu The continulng calibration for this analyte is above laboratory acceptance limits. Analyte was not detected above the

reporting limit in any of the associated samples.

REPORT OF LABORATORY ANALYSIS

This report shall not be reproduced, exceapt in full,
Date: 05/01/2025 08:50 AM without the writien consent of Pace Analytical Services, LLC. Page 12 of 16



Pace Analylica! Services, LLC

/ ® 6701 Conference Drive
/ a c e Raleigh, NC 27607
if (819)834-4064

QUALITY CONTROL DATA CROSS REFERENCE TABLE

Project: METALE TESTING 4/24/25
Pace Project No.; 92792777

Analytical
Lab ID Sampie ID QcC Batch Method QC Batch Analytical Method Batch
92792777001 FH#207 EPA200.7 1095048 EPA200.7 1095083
92792777002 FH#152 EPA 200.7 1095048 EPA200.7 1095083
92792777003 FH#175 EPA200.7 1095048 EPA200.7 1095083
92792777004 FH#340 EFA200.7 1085048 EPAZ00.7 1085083
92792777005 FH#217 EFA 2007 1085048 EPA 200.7 10985083
92792777001 FH#207 EPA 200.8 1095047 EPA 200.8 1085082
92792777002 FH#152 EPA 200.8 1095047 EPA 200.8 1095082
92782777003 FH#175 EPA 200.8 1095047 EPA 200.8 1095082
92792777004 FH#340 EPA200.8 1005047 EPA 200.8 1095082
92792777005 FH#217 EFA 200.8 1095047 EPA 200.8 1095082
92792777001 FH#207 EPA 300.0 Rev 2.1 1983 832134
927982777002 FH#152 EPA 300.0 Rev 2.1 1993 932134
927982777003 FHA175 EPA 300.0 Rev 2.1 1893 832134
92792777004 FH#340 EPA 300.0 Rev 2.1 1993 8932134
92792777005 FH#217 EPA 300.0 Rev 2.1 1993 232134

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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91 jo g1 obed

% o DC#_Title: ENV-FRM-HUN1-0083 v05_Sample Condition Upon Recelpt
e

Effective Date: 05/24/2024

Laboratory recelving samples:
Ashevile[] Eden[] Greenwood[] Huntersvitle[] Raleighf)] Mechanicoville[] Atianta[] Kernersville[]

Sample Cenditicn CHent Name:
Project #:

Upan Receipt P
Courler: r&a‘ Jues {(uses [ddieat
[ commerdal Pace {other: ___
OntodySesifresent? [lves  [iNo  Seslstntactt  [dves [Io §fwa
mmmw:;ﬂ}ﬂ_‘ﬂl‘-dﬁ
Packing Materak  [_JBubble Wrap [JBubbleBags  {JNone [] Other Blotogical Tissue Frozen?
Thermomatar: ves [ino plwa
Hwen®: QTG Typeotke: [Nt Dlse  [none
Correction Factor:
Cogler Temp: _‘.&_.._ Addfsubtract {°C) Q.-I} Temp should ko above freezing to 5°C
[isampies nut oftemnp critevia, Samples on ce, conling process
Cooler Temp Corrected {"C): 1':,' has begun
USDA Regaiated Soli () N/A, water sample)
Did samples originate in a quarantine zone within the Unfted Stetes: CA, NY, or SC D samples griginate from a forelgn scurce {Intenationslly,
fchuk mapsf? [ Jyes [TINo . inchuding Hawsil and PostoRticolt Clves  [iNe
Comeern,Oiscrepancy.
Chain of Custrdy Present? e O Claa (1 |
 Samjkes Amved within Hold Tone? B [ee  Csm |2
Short Hold Time Anaiysis (<72 f7.)? Oves Glge Dwa |3
Rush Tum Arcund Time Requested? [ves  [Hie Dwa . 4
Sufficdent Volume? . _ [Owa s
Correct Containers Used? Oye DA |6
|___-Pace Contafnars Used? — A
 Comainers Itact? Kive [vo  Dwa |7 M|
Dissoived ana iyt SamplesField Filterad? Civs Gl DOwm |8
Sample Lahels Mateh COC? Dfs Do DOnm | 9.
Antiudes Date/Teme//Analysts Matric,_ AT _
Headipace In VOA Vials (>5-6mm|? Clyes  [Oso ) 1
Trip Blank Present? Cives DLide 11
Trip Blank Custody Seals Present? Ofes DOwe  Fws
COMMENTS/SAMPLE DISCREPANCY - FlaldData Raquired? [ Jves [Ito
Lot ID of spilt containers:
CLENT NOTIRCATION/RESCLUTION
Person contactad: DatefTime:
Project Munager SCURF Review: Date:
Project Maenager SRF Review: Bate:

Qualirax ID: 69614 Page 10f2
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Project #

DC# _Title: ENV-FRM-HUN1-8083 v05_Sampile Condition Upon Recelpt

Effactive Date: 05/24/2024
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