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May 30, 2025

LIMS USE: FR - MIKE TURNER
LIMS OBJECT ID: 92796960

92796960
Project:
Pace Project No.:

RE:

Mike Turner
City of Creedmoor
P O Box 765
Creedmoor, NC 27522

METALS TESTING 5/15/25

Dear Mike Turner:

Enclosed are the analytical results for sample(s) received by the laboratory on May 15, 2025.  The results relate only to the
samples included in this report.

Analyses were performed at the Pace Analytical Services location indicated on the sample analyte page for analysis unless
otherwise footnoted.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Asheville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Terri Page
terri.page@pacelabs.com

Project Manager
336-904-4231

Enclosures

cc: Accounts Payable, City of Creedmoor

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
6701 Conference Drive

Raleigh, NC 27607
(919)834-4984

Page 1 of 16
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CERTIFICATIONS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
California Certification# 3096
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
DoD-ANAB #:ADE-3199
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maine Certification #: FL01264
Maryland Certification: #346
Massachusetts Certification #: M-FL1264
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
Nevada Certification: FL NELAC Reciprocity
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Utah
Utah FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Asheville
2225 Riverside Drive, Asheville, NC  28804
Florida/NELAP Certification #: E87648
North Carolina Drinking Water Certification #: 37712
North Carolina Wastewater Certification #: 40

South Carolina Laboratory ID: 99030
South Carolina Certification #: 99030001
Virginia/VELAP Certification #: 460222

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
6701 Conference Drive

Raleigh, NC 27607
(919)834-4984
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

92796960001 FH # 208 EPA 200.7 4 PASI-OASB

EPA 200.8 10 PASI-OBSL

EPA 300.0 Rev 2.1 1993 3 PASI-ACDC

92796960002 FH # 204 EPA 200.7 4 PASI-OASB

EPA 200.8 10 PASI-OBSL

EPA 300.0 Rev 2.1 1993 3 PASI-ACDC

92796960003 FH # 307 EPA 200.7 4 PASI-OASB

EPA 200.8 10 PASI-OBSL

EPA 300.0 Rev 2.1 1993 3 PASI-ACDC

92796960004 FH # 248 EPA 200.7 4 PASI-OASB

EPA 200.8 10 PASI-OBSL

EPA 300.0 Rev 2.1 1993 3 PASI-ACDC

92796960005 FH # 242 EPA 200.7 4 PASI-OASB

EPA 200.8 10 PASI-OBSL

EPA 300.0 Rev 2.1 1993 3 PASI-ACDC

PASI-A = Pace Analytical Services - Asheville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Sample: FH # 208 Lab ID: 92796960001 Collected: 05/15/25 09:10 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.7  Preparation Method: EPA 200.7
Pace Analytical Services - Ormond Beach

200.7 MET ICP, Drinking Water

Calcium 6.6 mg/L 05/29/25 15:57 7440-70-205/28/25 23:150.50 1
Iron 1.3 mg/L 05/29/25 15:57 7439-89-605/28/25 23:150.040 1
Magnesium 1.1 mg/L 05/29/25 15:57 7439-95-405/28/25 23:150.50 1
Sodium 28.7 mg/L 05/29/25 15:57 7440-23-505/28/25 23:152.0 1

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Arsenic ND mg/L 05/29/25 10:22 7440-38-205/28/25 23:150.0010 1
Barium 0.034 mg/L 05/29/25 10:22 7440-39-305/28/25 23:150.0010 1
Cadmium ND mg/L 05/29/25 10:22 7440-43-905/28/25 23:150.00020 1
Copper 0.0022 mg/L 05/29/25 10:22 7440-50-805/28/25 23:150.0010 1
Lead ND mg/L 05/29/25 10:22 7439-92-105/28/25 23:150.0010 1
Manganese 0.21 mg/L 05/29/25 10:22 7439-96-505/28/25 23:150.0020 1
Nickel 0.0025 mg/L 05/29/25 10:22 7440-02-005/28/25 23:150.0010 1
Selenium ND mg/L 05/29/25 10:22 7782-49-205/28/25 23:150.0010 1
Silver ND mg/L 05/29/25 10:22 7440-22-405/28/25 23:150.00010 1
Zinc 0.0067 mg/L 05/29/25 10:22 7440-66-605/28/25 23:150.0050 1

Analytical Method: EPA 300.0 Rev 2.1 1993
Pace Analytical Services - Asheville

300.0 IC Anions 28 Days DW

Chloride 9.2 mg/L 05/17/25 00:54 16887-00-61.0 1
Fluoride 0.31 mg/L 05/17/25 00:54 16984-48-80.10 1
Sulfate 43.2 mg/L 05/17/25 00:54 14808-79-81.0 1

Sample: FH # 204 Lab ID: 92796960002 Collected: 05/15/25 09:30 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.7  Preparation Method: EPA 200.7
Pace Analytical Services - Ormond Beach

200.7 MET ICP, Drinking Water

Calcium 4.6 mg/L 05/29/25 16:00 7440-70-205/28/25 23:150.50 1
Iron 0.50 mg/L 05/29/25 16:00 7439-89-605/28/25 23:150.040 1
Magnesium 1.6 mg/L 05/29/25 16:00 7439-95-405/28/25 23:150.50 1
Sodium 28.9 mg/L 05/29/25 16:00 7440-23-505/28/25 23:152.0 1

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Arsenic ND mg/L 05/29/25 10:24 7440-38-205/28/25 23:150.0010 1
Barium 0.025 mg/L 05/29/25 10:24 7440-39-305/28/25 23:150.0010 1
Cadmium ND mg/L 05/29/25 10:24 7440-43-905/28/25 23:150.00020 1
Copper 0.0012 mg/L 05/29/25 10:24 7440-50-805/28/25 23:150.0010 1
Lead ND mg/L 05/29/25 10:24 7439-92-105/28/25 23:150.0010 1
Manganese 0.053 mg/L 05/29/25 10:24 7439-96-505/28/25 23:150.0020 1
Nickel 0.0013 mg/L 05/29/25 10:24 7440-02-005/28/25 23:150.0010 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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Pace Analytical Services, LLC
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Sample: FH # 204 Lab ID: 92796960002 Collected: 05/15/25 09:30 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Selenium ND mg/L 05/29/25 10:24 7782-49-205/28/25 23:150.0010 1
Silver ND mg/L 05/29/25 10:24 7440-22-405/28/25 23:150.00010 1
Zinc ND mg/L 05/29/25 10:24 7440-66-605/28/25 23:150.0050 1

Analytical Method: EPA 300.0 Rev 2.1 1993
Pace Analytical Services - Asheville

300.0 IC Anions 28 Days DW

Chloride 9.1 mg/L 05/17/25 01:37 16887-00-61.0 1
Fluoride 0.32 mg/L 05/17/25 01:37 16984-48-80.10 1
Sulfate 43.1 mg/L 05/17/25 01:37 14808-79-81.0 1

Sample: FH # 307 Lab ID: 92796960003 Collected: 05/15/25 09:50 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.7  Preparation Method: EPA 200.7
Pace Analytical Services - Ormond Beach

200.7 MET ICP, Drinking Water

Calcium 5.0 mg/L 05/29/25 16:02 7440-70-205/28/25 23:150.50 1
Iron 2.5 mg/L 05/29/25 16:02 7439-89-605/28/25 23:150.040 1
Magnesium 1.5 mg/L 05/29/25 16:02 7439-95-405/28/25 23:150.50 1
Sodium 28.5 mg/L 05/29/25 16:02 7440-23-505/28/25 23:152.0 1

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Arsenic ND mg/L 05/29/25 10:26 7440-38-205/28/25 23:150.0010 1
Barium 0.057 mg/L 05/29/25 10:26 7440-39-305/28/25 23:150.0010 1
Cadmium ND mg/L 05/29/25 10:26 7440-43-905/28/25 23:150.00020 1
Copper 0.0052 mg/L 05/29/25 10:26 7440-50-805/28/25 23:150.0010 1
Lead ND mg/L 05/29/25 10:26 7439-92-105/28/25 23:150.0010 1
Manganese 0.43 mg/L 05/30/25 09:28 7439-96-505/28/25 23:150.010 5
Nickel 0.0064 mg/L 05/29/25 10:26 7440-02-005/28/25 23:150.0010 1
Selenium ND mg/L 05/29/25 10:26 7782-49-205/28/25 23:150.0010 1
Silver ND mg/L 05/29/25 10:26 7440-22-405/28/25 23:150.00010 1
Zinc 0.015 mg/L 05/29/25 10:26 7440-66-605/28/25 23:150.0050 1

Analytical Method: EPA 300.0 Rev 2.1 1993
Pace Analytical Services - Asheville

300.0 IC Anions 28 Days DW

Chloride 9.3 mg/L 05/17/25 01:52 16887-00-61.0 1
Fluoride 0.32 mg/L 05/17/25 01:52 16984-48-80.10 1
Sulfate 43.4 mg/L 05/17/25 01:52 14808-79-81.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/30/2025 12:50 PM
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Sample: FH # 248 Lab ID: 92796960004 Collected: 05/15/25 10:10 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.7  Preparation Method: EPA 200.7
Pace Analytical Services - Ormond Beach

200.7 MET ICP, Drinking Water

Calcium 4.9 mg/L 05/29/25 16:05 7440-70-205/28/25 23:150.50 1
Iron 1.4 mg/L 05/29/25 16:05 7439-89-605/28/25 23:150.040 1
Magnesium 1.5 mg/L 05/29/25 16:05 7439-95-405/28/25 23:150.50 1
Sodium 28.6 mg/L 05/29/25 16:05 7440-23-505/28/25 23:152.0 1

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Arsenic ND mg/L 05/29/25 10:28 7440-38-205/28/25 23:150.0010 1
Barium 0.041 mg/L 05/29/25 10:28 7440-39-305/28/25 23:150.0010 1
Cadmium ND mg/L 05/29/25 10:28 7440-43-905/28/25 23:150.00020 1
Copper 0.0053 mg/L 05/29/25 10:28 7440-50-805/28/25 23:150.0010 1
Lead ND mg/L 05/29/25 10:28 7439-92-105/28/25 23:150.0010 1
Manganese 0.22 mg/L 05/29/25 10:28 7439-96-505/28/25 23:150.0020 1
Nickel 0.0039 mg/L 05/29/25 10:28 7440-02-005/28/25 23:150.0010 1
Selenium ND mg/L 05/29/25 10:28 7782-49-205/28/25 23:150.0010 1
Silver ND mg/L 05/29/25 10:28 7440-22-405/28/25 23:150.00010 1
Zinc 0.011 mg/L 05/29/25 10:28 7440-66-605/28/25 23:150.0050 1

Analytical Method: EPA 300.0 Rev 2.1 1993
Pace Analytical Services - Asheville

300.0 IC Anions 28 Days DW

Chloride 9.3 mg/L 05/17/25 02:06 16887-00-61.0 1
Fluoride 0.32 mg/L 05/17/25 02:06 16984-48-80.10 1
Sulfate 43.3 mg/L 05/17/25 02:06 14808-79-81.0 1

Sample: FH # 242 Lab ID: 92796960005 Collected: 05/15/25 10:25 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.7  Preparation Method: EPA 200.7
Pace Analytical Services - Ormond Beach

200.7 MET ICP, Drinking Water

Calcium 4.9 mg/L 05/29/25 16:12 7440-70-205/28/25 23:150.50 1
Iron 1.6 mg/L 05/29/25 16:12 7439-89-605/28/25 23:150.040 1
Magnesium 1.5 mg/L 05/29/25 16:12 7439-95-405/28/25 23:150.50 1
Sodium 28.8 mg/L 05/29/25 16:12 7440-23-505/28/25 23:152.0 1

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Arsenic ND mg/L 05/29/25 10:30 7440-38-205/28/25 23:150.0010 1
Barium 0.042 mg/L 05/29/25 10:30 7440-39-305/28/25 23:150.0010 1
Cadmium ND mg/L 05/29/25 10:30 7440-43-905/28/25 23:150.00020 1
Copper 0.0035 mg/L 05/29/25 10:30 7440-50-805/28/25 23:150.0010 1
Lead ND mg/L 05/29/25 10:30 7439-92-105/28/25 23:150.0010 1
Manganese 0.28 mg/L 05/30/25 09:30 7439-96-505/28/25 23:150.010 5
Nickel 0.0047 mg/L 05/29/25 10:30 7440-02-005/28/25 23:150.0010 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/30/2025 12:50 PM

Pace Analytical Services, LLC
6701 Conference Drive

Raleigh, NC 27607
(919)834-4984
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ANALYTICAL RESULTS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Sample: FH # 242 Lab ID: 92796960005 Collected: 05/15/25 10:25 Received: 05/15/25 11:56 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualReport Limit

Analytical Method: EPA 200.8  Preparation Method: EPA 200.8
Pace Analytical Services - Ormond Beach

200.8 MET ICPMS Drinking Water

Selenium ND mg/L 05/29/25 10:30 7782-49-205/28/25 23:150.0010 1
Silver ND mg/L 05/29/25 10:30 7440-22-405/28/25 23:150.00010 1
Zinc 0.0088 mg/L 05/29/25 10:30 7440-66-605/28/25 23:150.0050 1

Analytical Method: EPA 300.0 Rev 2.1 1993
Pace Analytical Services - Asheville

300.0 IC Anions 28 Days DW

Chloride 9.1 mg/L 05/17/25 02:49 16887-00-61.0 1
Fluoride 0.32 mg/L 05/17/25 02:49 16984-48-80.10 1
Sulfate 43.3 mg/L 05/17/25 02:49 14808-79-81.0 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 05/30/2025 12:50 PM

Pace Analytical Services, LLC
6701 Conference Drive
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QUALITY CONTROL DATA

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

1101716
EPA 200.7

EPA 200.7
200.7 MET Drinking Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 6043781
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Matrix: Water

Analyzed

Calcium mg/L ND 0.50 05/29/25 15:05
Iron mg/L ND 0.040 05/29/25 15:05
Magnesium mg/L ND 0.50 05/29/25 15:05
Sodium mg/L ND 2.0 05/29/25 15:05

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

6043782LABORATORY CONTROL SAMPLE:
LCSSpike

Calcium mg/L 12.512.5 100 85-115
Iron mg/L 2.62.5 103 85-115
Magnesium mg/L 12.812.5 102 85-115
Sodium mg/L 13.412.5 107 85-115

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

6043783MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

35953786001

6043784

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Calcium mg/L 12.5 102 70-130102 112.5ND 13.0 12.9
Iron mg/L 2.5 105 70-130104 12.5ND 2.6 2.6
Magnesium mg/L 12.5 104 70-130103 112.5ND 13.0 12.9
Sodium mg/L 12.5 107 70-130106 012.511.6 24.9 24.8

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

6043785MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

35957368001

6043786

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Calcium mg/L 12.5 103 70-130102 112.53920 16.8 16.7
Iron mg/L 2.5 107 70-130106 12.5744 3.4 3.4
Magnesium mg/L 12.5 104 70-130104 112.52080 15.1 15.0
Sodium mg/L 12.5 110 70-130108 112.56610 20.3 20.1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

1101712
EPA 200.8

EPA 200.8
200.8 MET Drinking Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 6043767
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Matrix: Water

Analyzed

Arsenic mg/L ND 0.0010 05/29/25 09:34
Barium mg/L ND 0.0010 05/29/25 09:34
Cadmium mg/L ND 0.00020 05/29/25 09:34
Copper mg/L ND 0.0010 05/29/25 09:34
Lead mg/L ND 0.0010 05/29/25 09:34
Manganese mg/L ND 0.0020 05/29/25 09:34
Nickel mg/L ND 0.0010 05/29/25 09:34
Selenium mg/L ND 0.0010 05/29/25 09:34
Silver mg/L ND 0.00010 05/29/25 09:34
Zinc mg/L ND 0.0050 05/29/25 09:34

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

6043768LABORATORY CONTROL SAMPLE:
LCSSpike

Arsenic mg/L 0.0480.05 96 85-115
Barium mg/L 0.0490.05 98 85-115
Cadmium mg/L 0.00490.005 99 85-115
Copper mg/L 0.0470.05 95 85-115
Lead mg/L 0.0480.05 97 85-115
Manganese mg/L 0.0500.05 101 85-115
Nickel mg/L 0.0510.05 101 85-115
Selenium mg/L 0.0490.05 98 85-115
Silver mg/L 0.00520.005 103 85-115
Zinc mg/L 0.250.25 101 85-115

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

6043769MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

20354209001

6043770

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Arsenic mg/L 0.05 99 70-13099 00.05ND 0.050 0.050
Barium mg/L 0.05 98 70-13099 10.050.0049 0.054 0.054
Cadmium mg/L 0.005 96 70-13097 10.005ND 0.0048 0.0049
Copper mg/L 0.05 96 70-13096 00.050.0019 0.050 0.050
Lead mg/L 0.05 99 70-13099 00.05ND 0.050 0.050
Manganese mg/L 0.05 97 70-13096 00.050.0036 0.052 0.052
Nickel mg/L 0.05 96 70-13097 10.05ND 0.048 0.048
Selenium mg/L 0.05 95 70-13095 10.05ND 0.047 0.048

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

6043769MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

20354209001

6043770

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Silver mg/L 0.005 97 70-13097 10.005ND 0.0048 0.0049
Zinc mg/L 0.25 97 70-13097 00.25ND 0.25 0.25

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

6043771MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

35956379004

6043772

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Arsenic mg/L 0.05 100 70-130100 00.050.50U 0.050 0.050
Barium mg/L 0.05 100 70-13099 10.056.6 0.056 0.056
Cadmium mg/L 0.005 99 70-13097 10.0050.13J 0.0051 0.0050
Copper mg/L 0.05 88 70-13086 10.050.12 0.17 0.16
Lead mg/L 0.05 96 70-13095 10.050.046 0.094 0.094
Manganese mg/L 0.05 93 70-13089 10.05132 0.18 0.18
Nickel mg/L 0.05 99 70-13097 10.056.5 0.056 0.055
Selenium mg/L 0.05 98 70-13098 00.050.83U 0.049 0.049
Silver mg/L 0.005 99 70-13098 10.0050.020U 0.0049 0.0049
Zinc mg/L E,M10.25 52 70-13047 00.252810 2.9 2.9
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

936171
EPA 300.0 Rev 2.1 1993

EPA 300.0 Rev 2.1 1993
300.0 IC Anions

Laboratory: Pace Analytical Services - Asheville
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 4811189
Associated Lab Samples: 92796960001, 92796960002, 92796960003, 92796960004, 92796960005

Matrix: Water

Analyzed

Chloride mg/L ND 1.0 05/16/25 23:57
Fluoride mg/L ND 0.10 05/16/25 23:57
Sulfate mg/L ND 1.0 05/16/25 23:57

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

4811190LABORATORY CONTROL SAMPLE:
LCSSpike

Chloride mg/L 51.150 102 90-110
Fluoride mg/L 2.62.5 106 90-110
Sulfate mg/L 51.050 102 90-110

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

4811191MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

92796960001

4811192

MSD
Result

MSD
% Rec RPD

MSDMS
Spike
Conc.

Chloride mg/L 50 100 90-11099 1509.2 59.2 58.8
Fluoride mg/L 2.5 100 90-11099 12.50.31 2.8 2.8
Sulfate mg/L 50 101 90-110100 05043.2 93.7 93.3
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QUALIFIERS

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
Acid preservation may not be appropriate for 2 Chloroethylvinyl ether.
A separate vial preserved to a pH of 4-5 is recommended in SW846 Chapter 4 for the analysis of Acrolein and Acrylonitrile by EPA
Method 8260.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Reported results are not rounded until the final step prior to reporting. Therefore, calculated parameters that are typically reported as
"Total" may vary slightly from the sum of the reported component parameters.

ANALYTE QUALIFIERS

Analyte concentration exceeded the calibration range. The reported result is estimated.E
Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

92796960
METALS TESTING 5/15/25

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

92796960001 1101716 1101751FH # 208 EPA 200.7 EPA 200.7
92796960002 1101716 1101751FH # 204 EPA 200.7 EPA 200.7
92796960003 1101716 1101751FH # 307 EPA 200.7 EPA 200.7
92796960004 1101716 1101751FH # 248 EPA 200.7 EPA 200.7
92796960005 1101716 1101751FH # 242 EPA 200.7 EPA 200.7

92796960001 1101712 1101750FH # 208 EPA 200.8 EPA 200.8
92796960002 1101712 1101750FH # 204 EPA 200.8 EPA 200.8
92796960003 1101712 1101750FH # 307 EPA 200.8 EPA 200.8
92796960004 1101712 1101750FH # 248 EPA 200.8 EPA 200.8
92796960005 1101712 1101750FH # 242 EPA 200.8 EPA 200.8

92796960001 936171FH # 208 EPA 300.0 Rev 2.1 1993
92796960002 936171FH # 204 EPA 300.0 Rev 2.1 1993
92796960003 936171FH # 307 EPA 300.0 Rev 2.1 1993
92796960004 936171FH # 248 EPA 300.0 Rev 2.1 1993
92796960005 936171FH # 242 EPA 300.0 Rev 2.1 1993
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